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Modeling and Control Strategies for Radiant Floor Heating Systems 
Song Chun Li 
A dynamic model of a radiant floor heating (RFH) system which predicts the dynamic 
response of RFH system has been developed. The overall model consists of a boiler, an 
embedded tube floor slab and building enclosure. The overall model was described by 
nonlinear differential equations, which were programmed and solved using in MATLAB. 
The RFH system model has been applied to both a single zone and a multi-zone RFH 
system. The predicted dynamic responses of the model under several operating conditions 
were studied. Also, a zonal model of RFH system was developed to study the air 
temperature distribution in the zone. 
Three different control strategies for improving the performance of RFH systems were 
explored. These are: (i) a conventional PI control, (ii) a predictive control and (iii) an 
optimal control. 
The simulation results show that PI control strategy is an efficient control strategy for 
RFH system from the point of view of temperature regulation. 
The simulation results also show that the predictive PI control maintains zone air 
temperature close to the set-point better than the conventional PI control. Besides, the 
iii 
predictive PI control strategy saves 10~15% energy, compared to the conventional PI 
control strategy. In addition, the simulation results also show that the optimal PI control 
strategy could slightly improve both the zone air temperature regulation and energy 
efficiency, compared to the predictive PI control. Since the predictive control strategy is 
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Heating is necessary when the outdoor air temperature falls below the buildings' 
balance point temperature. The concept of radiant heating is centuries old. Around 100 
B.C., Koreans let the smoke, generated by burning wood when cooking, exhaust upwards 
in the wall like a chimney and/or through the floor. In this way, the wall/floor is warmed 
up by the hot smoke and also the mass of the wall/floor was used as a thermal storage. As 
the heating techniques improved, radiant heating replaced the original heating method 
gradually, resulting in a cleaner and safer heating system. The radiant panel, embedded in 
floor/wall could be heated by electrical power, so that it could continuously release heat 
to the heated spaces. The operation of this heating system is convenient and it is easy to 
control. Another popular radiant heating system is a hydronic radiant floor heating 
system, in which water is the heat transport medium. This kind of RFH system could 
make use of the large thermal capacity of the floor slab to deliver uniform heat. 
Among the several heating systems available for space heating, the radiant floor 
heating (RFH) systems offer several benefits. 
In the space where the radiant floor heating system is applied, more than half of the 
thermal energy emitted is in the form of radiant heat, and the rest is convective heat, 
which could directly transfer to the occupied zone at the floor level. The radiant heat 
exchange happens between the warm surfaces and the surrounding surfaces, occupants 
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and objects inside the space. The surrounding surfaces or objects, which have lower 
temperature, would receive more radiative heat. Therefore, a relatively uniform thermal 
environment is established. Experimental measurements show that the temperature 
variation inside the space is negligible [15] (1995). Also, Inard's [19] (1996) zonal model 
results show that an almost perfect isothermy of the inside air volume could be achieved 
by floor heating system. 
Besides, the water flow rate in RFH system is very low, and pump is always far away 
from the heating spaces, which results in no noise generation in the heating space. 
In addition, the pipes are embedded inside the floor slab, which not only do not occupy 
any living space, but also there is no requirement of cleaning. Since the air movement in 
the space with a RFH system is low, it results in less transportation of dust, compared to 
other heating systems. In other words, floor heating could reduce the factorable living 
conditions for house dust mites [33] (2002). 
According to reference [17], the thermal environment supplied by a RFH system is 
much closer to the ideal heating curve of human, compared to conventional heating 
systems, which are baseboard heating and air-conditioning systems. The RFH system 
could also prevent cold corners. That is to say, the RFH system could create a better 
thermal comfort space. 
Finally, but not the least, much of the interest in RHF system stems from the claim of 
reduced energy consumption and use of low intensity energy sources. It is suggested in 
reference [4] that energy cost reductions of up to 30% are possible. In reference [33] 
(2002), Olesen concluded that the required operative temperature could be obtained at a 
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lower indoor air temperature in a radiant floor heating system, which reduces ventilation 
heat loss. And also, the low water temperature used in RFH system, which increases the 
efficiency of heat generators, is the other reason of energy saving. Besides, several 
studies about the different heating systems, conducted by reference [14] (1978), reference 
[21] (1979), and reference [31] (1980) show that heated floor systems had 10% to 40% 
lower energy consumption in poorly insulated buildings, and about 10% less energy 
consumption in well insulted buildings, compared to other heating systems. 
Since RFH system is able to offer various advantages presented above, during the last 
two decades, RFH system applications have increased significantly. In Germany, Austria 
and Denmark, 30% to 50% of new residential buildings apply floor heating as the heating 
method to warm up the living spaces. In Korea, about 90% of residential buildings are 
heated by RFH system. Meanwhile, in Europe, RFH system is also widely used in 
commercial and industrial applications [33] (2002). 
In order to achieve the advantages, such as energy saving and thermal comfort, one 
area which still requires further research concerns the development of improved control 
strategies for operating RFH systems. Before applying any control strategies to RFH 
system to see the control performance of the system, an efficient model should be 
developed. Based on the literature reviews presented in the next chapter, a dynamic 
model of single zone and multi-zone RFH system will be developed, and then the model 
will be used to explore improved control strategies for operating the RFH system. The 
thesis is organized as follows: 
1) In Chapter 2, literature review is presented. 
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2) In Chapter 3, the RFH system model for a single zone and a multi-zone is 
developed and the simulation results are presented. 
3) Base case control strategies using PI control are presented in Chapter 4. 
4) A predictive control strategy is developed and applied for the single zone and 
the multi-zone RFH system. The simulation results are presented in Chapter 5 
to show the advantages of the predictive control strategy compared to the base 
case PI control strategy. 
5) An optimal control strategy is presented and compared with the predictive and 
base case PI control strategies in Chapter 6. 




The literature survey is organized into three sub-sections: 
1) Studies about modelling of RFH systems, 
2) Control strategies for RFH systems, 
3) Experimental study of RFH systems. 
2.1 A review of RFH system models 
The steady state technique has been widely used for the thermal comfort and energy 
consumption analysis of RFH systems. Hogan and Blackwell [16] (1986) used a 
numerical model, which emphasized the steady-state performance of floor heating panels, 
to evaluate the ASHRAE design recommendations for a single radiant floor heating panel. 
The simulation result shows that the ASHRAE design recommendations are conservative, 
resulting from that the downward and edgewise heat loss and the panel thermal resistance 
are overestimated. 
Miriel, Serres and Trombe [30] (2002) developed a TRANSYS model for the ceiling 
panel heating system. The simulation results reveal that ceiling panel could be used as the 
heating system for buildings with good thermal insulation. However, the power of panel 
is limited; therefore, the heating load of the space should be low. 
In order to demonstrate the advantage, such as energy saving, of RFH system, Strand 
and Pedersen [41] (1997) implemented a radiant heating and cooling model, which 
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combined radiative and convective heat transfer from the radiant system, and the 
resulting thermal environment, into an integrated building energy analysis program. The 
model utilises a derivative of conduction transfer functions that includes the effects of 
embedded sources or sinks to accurately account for the transient heat conduction in the 
radiant system. The program predicts energy consumption of a RFH system and a 
conventional forced-air system that provide equal levels of thermal comfort. The 
simulation results show that there is a small increase in heating load due to slightly higher 
surface temperatures (less than 0.1 °C) in RFH system, but the conventional system had a 
higher mean air temperature (more than 5°C higher on an average) and thus higher 
infiltration/ventilation air heat loss. That is to say, the radiant system was slightly more 
energy efficient than the conventional system while providing comparable thermal 
comfort. 
Since steady state analysis model can not show the dynamic response of RFH system, 
more and more dynamic models of RFH system are developed. Zhang [48] (2001) 
developed a one-dimensional dynamic model which includes the interactions between 
boiler, floor slab and a single zone. The floor slab is divided into 3 layers and the 
temperature in each layer is regarded as uniform. By using the logarithmic-mean-
temperature-difference method, it is shown that the model predictions are in general 
agreement with the experimental data. 
Laouadi (2004) [20] combined a one-dimensional numerical model of the energy 
simulation software with a two-dimensional analytical model which predicts the contact 
surface temperature of the circuit-tubing and the adjacent medium. It was found that the 
model predictions compared very well with the results from a full two-dimensional 
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numerical model. In addition, it was concluded that the thermal capacity of the system 
was significantly oversized when one dimensional model was used. 
Ho, Hayes and Wood [15] (1995) developed a two-dimensional model for a heating 
panel. The model coupled the hot circulating water, heat conduction and heat 
accumulation in the panel to an enclosure, which is able to predict both steady 
temperature profiles and transient responses. It was concluded that the effect of the heat 
retention in the structure should be considered when modelling the dynamic response of 
the living spaces. 
Campo and Amon [5] (2005) developed a two-dimensional ground-coupled floor 
heating model. He concluded that using the average concrete temperature can not fully 
account for dynamical and absolute values of the heat consumption. He pointed out that 
the model of floor construction and the room model should be combined to analyse the 
dynamic response of floor heating system. 
Chapman and Zhang [6] (1996) developed a three-dimensional mathematical model, 
which combines room air and wall energy balance, radiation mathematical model, and 
conduction and convection models, to calculate the mass-averaged room air temperature 
and the wall surface temperature distribution under the steady state. They recommended 
that the effect of air-movement should be incorporated into the analysis model, and the 
model should be modified to include transient effects in order to accurately identify the 
benefits of set-back thermostats and the transient response of radiative, convective and 
hybrid heating system. 
Good and Ugursal [13] (2005) developed an In-Floor Radiant Heating model, which 
confirmed some of the benefits of RFH system, such as its ability to provide an even 
temperature profile. 
Steinman, Kalisperis and Summers [39] (1989) proposed a new method to improve the 
accuracy of the mean radiant temperature (MRT) method which does not account for an 
enclosed environment's surface-to-surface exact angle. Strand and Pedersen [41] (2002) 
improved the simulation model for radiant systems, based on the research about MRT 
method done by Liesen and Pedersen [24] (1997), which mainly focus on interior radiant 
exchange algorithm. In the model, they proposed a new calculation method for view 
factor, which is regarded as more accurate than the various MRT-based methods. 
Assuming internal wall surfaces do not have thermal capacity, no dynamic equation for 
their thermal storage was written. In reference [42] (1980), a new algorithm for radiant 
energy interchange in room was developed. 
In the last ten years, solar energy's utilization, and combination of solar-collector 
system and RFH system are studied. Athienitis [3] (1994) proposed a transient approach 
to solve an explicit nonlinear difference network model and predict the performance of a 
RFH system with high solar gain. 
Recently, a large number of researchers have studied the influence of design 
parameters on the performance of RFH system. In order to model the impact of floor 
construction and foundation on the performance of RFH system, Weitzmann [43] (2005) 
developed a two-dimensional dynamic model of the heat losses and temperature in a slab 
on grade floor with floor heating. It is found that the foundation has a large influence on 
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the energy consumption of the buildings heated by floor heating, which is also found by 
reference [5] (2005). Besides, in reference [37] (2006), they summarized that most 
important design parameters for RFH system are type and thickness of the cover of the 
floor slab, compared to the type, diameter and number of the embedded pipes. 
The skin temperature of the human body is still one of the most reliable indices of 
thermal sensation. Song [38] (2005) studied the buttocks skin responses to contact with 
the floor covering materials used in the ONDOL under floor heating system. It was 
concluded that the floor finishing materials do affect the surface temperature of the floor 
slab. If the floor is finished with wood instead of mortar in mild seasons, heating will not 
be required because wood has low conductivity and low specific heat. Therefore, floor 
covering materials should be taken into consideration in floor heating system designs. 
2.2 A review of control strategies for RFH systems 
Because the relationship between heat output and supply water temperature is linear 
function in the supply water temperature control method in which the flow rate is 
constant, it is desirable for the supply water temperature to be controlled according to the 
variation in the outdoor temperature [1] (1953). Zhang [48] (2001) also considered the 
utilization of water temperature modulation as opposed to flow rate modulation as an 
effective control strategy. 
Olesen [33] (2002) studied three control methods, which are time of operation, 
intermittent operation of circulation pump and supply water temperature control, by 
dynamic computer simulations. It was concluded that the best thermal comfort and 
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energy performance is obtained by controlling the water temperature as a function of 
outside air temperature, compared to the other two control strategies. 
MacCluer [28] (1991) developed an analytical model to show the performance of 
control method, in which the temperature of supply water to radiant floor is proportional 
to outdoor air temperature, for RFH system. The simulation results revealed that 
modifying outdoor reset by inhibiting circulation during periods of overheating is 
warranted. Besides, by using mixing valve, decreasing or increasing the zone reset slope 
and the system controlled by indoor temperature feedback, the system performance can 
be improved, but it may let the system become unstable during high loads. However, 
MacCluer stated that, with careful design and installation, offset modulation, which 
supplies the zone with water at a temperature proportional to outside air temperature 
except that the intercept is modified in proportion to inside air temperature, could achieve 
modest performance improvements, without danger of instabilities. 
Gibbs [12] (1994) conducted a study of three control strategies, which are pulse-width-
modulated zone valves with constant temperature boiler, outdoor reset with indoor 
temperature feedback and outdoor reset plus pulse-width-modulated zone valves, on 
multi-zone RFH systems. He concluded that the combination of outdoor reset control 
plus indoor temperature feedback with pulse width modulated zone control could best 
regulate the room air and floor surface temperatures. Meanwhile, he proposed that the 
control algorithms could be improved through addition of integral plus derivative 
functions and/or predictive algorithms to remove offset error and provide faster response 
to normal load changes. 
10 
From what is stated above, it may be concluded that supply water temperature control 
may have a significant importance on the control performance of RFH systems, 
compared to water flow rate control. However, it is undeniable that both the supply water 
temperature and water flow rate influence the heat transfer to the zone in RFH system, 
and the combination of the two control parameters may have a better performance than 
any one of them. Therefore, a lot of models have been built to explore the performance of 
the RFH system when both supply water temperature and water flow rate are controlled, 
and it was proved that the control strategy of the combination of water temperature 
control and flow rate regulation gave better control. 
Leigh [22] (1994) did a comparative study of proportional flux-modulation and various 
types of temperature-modulation approaches for RFH system control. He concluded that 
the proportional flux-modulation control, in which the heat flow rate sent to the floor slab 
as a function of thermostat error from the set-point was controlled (a thermostat with a 
heat anticipator), for RFH system, has favourable performance, compared to various 
types of temperature modulation, which are temperature modulation via mixing valve 
without/with indoor feedback, and temperature modulation via flow inhibition 
without/with indoor feedback. Besides, MacCluer [25-28] (1989, 1990, 1991) has also 
suggested that improved control of RFH systems was possible while using a flux 
modulation control strategy rather than temperature modulation. 
Cho and Zaheer-uddin [10] (2003) explored a predictive control strategy as a means of 
improving the energy efficiency of intermittently heated RFH system. By determining the 
total length of time in hours per day that the heat must be supplied and then reasonably 
distributing the heating period over the day according to the prediction of outdoor air 
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temperature, the energy savings could reach 10% to 12% in cold winter, compared to 
conventional on/off control strategy. Moreover, the energy saving is higher in mild winter. 
The simulation results in reference [46] (2002) showed that the temperature regulation of 
RFH systems could be significantly improved, when the multi-stage on/off control was 
used, compared to the conventional on/off control. However, in this kind of predictive 
control, the prediction of outside air temperature was required and the most important 
consideration was the accuracy of predicting the outdoor reset curves. Any inaccuracies 
in the reset curves would give rise to the excessive overshoot or poor tracking. On the 
other hand, it was possible to use the anticipatory thermostat mentioned in reference [25] 
(1989) to achieve good regulation. 
On/off control has many advantages, such as simple control strategy and low initial 
cost. However, it also has some disadvantages. Chun [11] (1999), used SERI-RES to do a 
comparative analysis between intermittent heating mode and continuous heating mode of 
RFH system. The simulation results revealed that a relatively large temperature swings 
occurred in the case of intermittent heating with solar heat gains. By contrast, the 
continuous heating system was able to avoid those undesirable temperature fluctuations 
and was more energy efficient over the intermittent heating mode. 
Chen [7] (2002) studied the performance of three controllers, which were generalised 
predictive control (GPC), on/off and PI controller, applied in RFH system with large 
thermal lag. The results demonstrated that the GPC controller was superior to the other 
two in every aspect. It had the fastest response to changes in set-point and eliminates on-
off cycling. 
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In order to mitigate the disadvantages of conventional on/off control strategy, Zaheer-
uddin [46] (2002) applied an augmented control strategy to RFH system. The simulation 
results showed that the augmented control offered faster response and smaller variation in 
zone air temperature, compared to proportional control. 
By employing two control inputs in RFH system, such as combustion rate of natural 
gas and water flow rate, Zaheer-uddin [45] (1997) explored an optimal operation of RFH 
system with control input constraints. The most important part was to seek an optimal 
operating sequence for combustion rate of natural gas and water flow rate, the two 
control inputs, which would minimize the energy consumption. Then, using suitably 
tuned PI controllers, the RFH system could achieve the acceptable performance with the 
minimum energy consumption. 
Finally, one aspect which should be paid attention to is that almost all the control 
strategies mentioned above were only applied to single zone RFH system. Studies on 
control strategies for multi-zone RFH system are lacking. In an extensive study 
performed as basis for the new German energy code for buildings [33] (2002), it was 
showed that 15% -30% of energy could be saved by using an individual room control in 
multi-zone RFH systems, compared to a central control system. Rhee [35] (2010) also 
concluded that individual room control was highly recommended because it could ensure 
thermal comfort and energy saving more successfully than that of central control. What's 
more, adopting hydronic balancing could maximise the performance of individual room 
control in multi-zone RFH systems. 
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2.3 Experimental studies 
Olesen [32] (1994) conducted a comparative experimental study of performance of 
radiant floor-heating system with tubes embedded in a concrete floor, floor heating 
system with a low thermal mass, and a wall panel heating system with a radiator at an 
outside wall. Changes in outside air temperature, solar radiation gain and internal heat 
generation from lights and people were considered. The experiment results showed that 
the indoor thermal environment could be controlled within recommended limits in all the 
three kind of systems. Meanwhile, the energy consumption of the three heating systems 
was within 5% of each other. 
Ryu [36] (2004) did an experimental study of the performance of various control 
strategies, such as supply water temperature control and outdoor reset plus on/off bang-
bang control, in RFH system. From the simulation results, it could be clearly seen that the 
supply water temperature control was better than the water flow rate control, because the 
former control strategy was able to supply a stable room temperature and floor surface 
temperature. Besides, outdoor reset methods to on/off bang-bang control could decrease 
the fluctuation of average room air temperature. Moreover, by applying pulse-width 
modulation to on/off bang-bang control, the stability of room temperature and floor 
surface temperature was improved. 
Cho and Zaheer-uddin [8] (1997) conducted an experimental study to consider the 
performance of the two-parameter on-off control in RFH system. It was concluded that 
on-off control using room air temperature was cost-effective control strategy, but it 
resulted in big variation in room air temperature. On the other hand, on-off control using 
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slab temperature as a control signal results in a good room temperature regulation, but it 
may not be satisfactory for different heating load scenarios that could emerge over a 
heating season. Proportional plus integral (PI) control showed the best performance, but it 
was expensive. However, two-parameter on-off control, in which both room air 
temperature and slab temperature were taken as control signal, and priority was given to 
air temperature , had the performance close to PI control. Also, it was simple and cost-
effective. 
The experimental study mentioned above demonstrated that two-parameter on/off 
control had a much better performance than the conventional on/off control in RFH 
systems. Cho and Zaheer-uddin [9] (1999) did the other experimental study based on the 
two-parameter on/off control and named the new control strategy as two parameter 
switch control (TPSC), in which the valve was operated in on/off control mode for the 
first period of time based on the feedback signals received from slab temperature sensor, 
and during the next period of time, the indoor air temperature signals from the thermostat 
control the valve. The results revealed that that better temperature regulation could be 
achieved when switching interval was less than 40 minutes. 
In order to confirm the energy savings in predictive control for intermittently operated 
RFH systems, compared to the conventional control, Cho, S.H. & Zaheer-uddin [10] 
(2003) conducted an experiment. The experiment results showed that the energy savings 
of 14.6% on a cold day, 24.13% on a mild day and 35.4% on a warm day when the 
system was operated under predictive control. 
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Integrated solar and RFH system were studied by some researchers. The experiment 
results from reference [34] (2009) showed that a solar assisted water source heat pump 
for RFH system (SWHP-RFH) with hot pipe vacuum tube solar collector as heating 
source and radiant floor as terminal device gave acceptable performance. Moreover, 
Zhang and Pate [47] (1988) monitored the performance of radiant panels connected to 
solar collectors installed in a test house in the US. It was reported that 74.9% of heating 
load could be contributed by solar. 
2.4 Summary 
From the literature review, the following issues are identified. 
1) All the models focus on single zone RFH system and very little attention is paid to 
the simulation of multi-zone RFH system. 
2) It is instructive to study the temperature distribution of floor slab and air 
temperature in the zone to get a better idea of the range of temperature variation. 
3) The available models mainly focus on the convective, conductive and radiative heat 
exchange at zone level. They ignore the model for boiler, heat loss from the water 
to the ground, which is part of system level modeling. The operation of boiler has 
important impact on the performance of RFH system. To this end, dynamic model 
of multi-zone RFH system needs to be developed for control analysis. 
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4) Most control strategies presented in the literature are either on-off or PI control with 
reset actions. There is a need to develop simple and efficient predictive control 
algorithm which is suitable for practical implementation. 
2.5 Objectives of the thesis 
This thesis will focus on solving the problems identified above concerning modelling 
and control strategies of RFH system. Therefore, the major objectives of this thesis 
include the following: 
1) Develop dynamic models of single and multi-zone RFH systems to accurately 
predict the dynamic responses. Also, the models should be useful for control 
analysis. 
2) Develop a zonal model of RFH system to study the air temperature distribution in 
the zone and the variation in the floor slab surface temperature. 
3) Design a simple and effective predictive control strategy for operating RFH system 
efficiently and check the control performance of single zone and multi-zone RFH 
systems under typical operating conditions. 
4) Optimize the RFH system to improve energy efficiency. Conduct simulation study 
and compare the performance of predictive control, optimal control with the 
conventional PI control strategy. 
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CHAPTER 3 
Dynamic Model of RFH System 
3.1 Introduction 
In this chapter, a dynamic model for RFH system will be developed. Since in RFH 
system, the zone air temperature, the floor slab surface temperature, water temperature 
and slab temperature are the most important parameters, the model will focus on 
calculating and analysing those temperatures. Firstly, the physical system will be 
described. Then the dynamic model of each component, including zone air, enclosure 
structure, floor slab and boiler will be built. Thirdly, all of the component models will be 
integrated to build dynamic models of a single and multi-zone RFH system. Finally, open 
loop simulation results will be presented to study the dynamic responses of the RFH 
systems. Also, air temperature distribution in the zone will be studied by developing a 
zonal model of RFH system. 
Since water delivers heat to the floor slab when it flows inside the tubes in the floor 
slab, the water temperature decreases in the water flow direction. As a result, it is 
important to track the temperature of the flow water to accurately predict the temperature 
of the floor slab. Therefore, the model given in reference [45] (1997) will be used as a 
basis to develop a model for simulating the temperature of the water nodes. Although a 
lot of dynamic equations are needed in the model, it could accurately predict the flow 
water temperature and circuit tube-mortar contact surface temperature, which are 
required to compute the supply water temperature from boiler to maintain the zone air 
temperature at set-point, and the temperature distribution in floor slab and floor slab 
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surface temperature distribution. In a RFH system, the floor slab surface temperature 
distribution not only affects the zone air temperature distribution, but also has impact on 
occupants' thermal comfort. For this reason, it is necessary to develop a model, which 
could show the floor slab surface temperature distribution. According to the surface 
temperature distribution, some measurements may be taken to improve the performance 
of RFH systems. For example, from the surface temperature distribution, we could 
directly know the area where occupants stay may result in bad thermal comfort while 
sitting on the floor directly, according to the theory stated in reference [38] (2005). 








Figure 3.2.1 Single zone RFH system 
As shown in Figure 3.2.1, a complete RFH system consists of an environment 
enclosure, floor slab, piping network, a hot water boiler, circulating pump and a control 
system. A dynamic model for the RFH system should incorporate all aspects of heat 
transfer mechanisms, including conduction, convection, radiation and thermal storage. 
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Besides, the dynamic model will be formulated by applying the energy balance principle 
on each of the components, which are walls of the enclosure, flow water and connecting 
mortar, construction layers of slab, interior surfaces, and a gas-burning boiler. Each 
component will be modeled individually based on its own physical arrangement by 
applying energy balance technique. The resulting time dependent differential equations 
will be solved using finite numerical techniques. 
It is noted here that the design parameters of RFH system presented in this thesis were 
chosen from reference [45] which corresponds to a typical RFH system in South Korea. 
3.2.1 Wall Model 
A typical outside wall and internal wall structure are shown in Figure 3.2.2. The 
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Figure 3.2.2 Structure of external and internal wall 
In order to simplify the model, the temperature in each construction layer in the wall is 
regarded as uniform. Therefore, the heat transfer process in the wall can be simply 
considered as one-dimensional problem and there are 4 nodes in the south direction 
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external wall and 4 nodes in north direction wall, resulting from the solar radiation gain 
in the south direction wall. Based on the energy conservation law at each node, the 
temperature dynamic equation for each layer can be expressed as: 
Nodes in south wall: 
AT 
T = *-blos l ^ blo.ins^swK^ inss ~ J-bios) ~ ^ blo.o^sw\^bios ~*o) + iCsohwi (3.2.1) 
at 
AT 
~ 7 = *~-inss \ y ins,gyp-™*w\'- gyps ~*inss) ~ ^blo,ins^sw\^inss ~ * blosJl {J.Z.Z) 
dT 
gyps _£, \jj A (T —T^ — U A (T —T )1 H 2 ^ 
gvps L cem.gyp swV cems gvps' ins.gvp .nvv gyps inss'i \~J.^.JJ dt 
AT 
cems _ Q -hjj A (T —T \ — TJ A (T —T \ \ n 2 A\ 
7 cems L cents/,cem sw\ swsf cems J cem.gyp sivV cems gyps J J \->.-£*.~TJ 
Nodes in north wall: 
AT 
"7 = ^blon L^bloMS-™nw\* insn ~~ *blon) ~ ^blo,oAiw\^ blon ~ *o )i (3.2.5) 
dT, insn 
dt ^-insn V-Uins.gvpAnw\l eVPn *insn) ^ bloJns-™nw\* insn * blon)\ (3.2.6) 
dT 
gypn _ Q - ' r r r A (T —T \—TJ A IT _ T Y | H 2 7 1 
7 gypn L-cem.gyp nw\ cemn gypn' ins.gyp n\v\ gypn insn/i \-J.£*.l} 
AT 
cemn L cemsf.cem nw^- nwsf cemn ' cem.gyp nw\ cemn gypnsl \-).^.OJ dt 
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where Qsolsw is the solar radiation gain of south direction wall which is given in 
equation 3.2.26. The temperature nodes are defined in the following. 
Tbk>s>Tinss,Tgyps,Tcems is the temperature of block layer, cemmol layer, insulation 
layer and gypsum layer in south direction wall respectively, °C. 
Tbton>Tmsn>Tgypn>Tcemn'ls t n e temperature of block layer, cemmol layer, insulation 
layer and gypsum layer in north direction wall respectively, °C. 
Tswsf,Tnwsfis the interior surface temperature of south direction wall and north 
direction wall respectively, °C. 
3.2 .2 Floor Slab Model 
A hydronic radiant floor typically consists of a serpentine pipe shown in Figure 3.2.3. 
Hot water inside the tubes transfers heat to the tube wall by convection due to the 
temperature difference. The tube wall transfers the heat to the contacted floor slab 
medium by conduction both vertically and horizontally. 
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Figure 3.2.3 Plan view of embedded tube 
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A typical floor slab with 6 layers, which are shown in Figure 3.2.4, was considered. 
The tubes are embedded at the bottom of the mortar layer. 
Floor/Ceiling 












Air space (20mm) 
Gypsum (13mm) 
Indoor air 
The properties of the materials and the heat transfer coefficients of each material are 
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Air Space Resistance: Rair = 0.17 m2*K/w 
Interior surface film conductance: hi - 8.72 w/(m2*°C) 
External surface film conductance (South Korea) 
/i0=27.9w/(m2*°C) 
Table 3.2.1 Properties of Construction Materials 
As shown in Figure 3.2.3, the interval between each two tubes is W and the length of 
each tube is L. Since the circulated water transfers heat to the tube wall while flowing 
inside the tubes, the water temperature declines along the flow direction. Moreover, the 
tubes do not cover the whole area of the floor. As a result, heat transfer happens in both 
horizontally and vertically between the water tube and the contacting medium, which 
results in non uniform temperature in floor slab. Based on this point, the temperature 
distribution inside the whole floor slab should be monitored in order to fully understand 
the characteristics of RFH systems. However, this is the main problem that the models 
stated in the literature review do not address adequately. Therefore, a model, which 
focuses on analysing the temperature distribution inside the floor slab, will be developed 
as described below. 
Firstly, to simplify the analysis, the water temperature inside a short length of tube is 
considered uniform. Thus, the water temperature could be tracked by monitoring a 
number of water nodes. 
Secondly, since mortar and concrete have huge thermal capacity which would affect 
the performance of RFH systems, the temperature of both mortar and concrete will be 
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analysed. That is to say, the temperature distribution in the tube layer (bottom layer of 
mortar), mortar layer (up layer of mortar) and concrete layer will be analysed. 
Thirdly, by assuming well mixed air inside the air layer, the temperature of the air in 
the air layer is treated as uniform. Also, the temperature of gypsum layer is regarded as 
uniform as well. Therefore, the heat transfer model of one vertical layer (one short length 
of tube and contacting medium) inside floor slab has been established, which is described 




p Mortar Layer 
P Tube Layer 
Concrete Layer 
Air Layer 
P Gypsum Layer 
Figure 3.2.5 Heat transfer model in slab (arrow represent the 
heat transfer direction, circle represent the water pipe) 
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Finally, the slab surface (wood surface) temperature could be determined according to 
the temperature distribution of mortar, convective heat transfer coefficient between the 
slab surface and the heated zone, and radiative heat transfer coefficient between the slab 
surface and other interior surfaces. Figure 3.2.6 shows the details of the mesh of the 
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O represents water tube 
Figure 3.2.6 Nodes mesh in floor slab 
Where, Twi represents water temperature at /' tube, °C 
:'/' . Tmwj represents mortar temperature around /' ' tube in tube layer, °C 
T
 i represents mortar temperature above /' tube in mortar layer, °C 
Tmj represents mortar temperature at /'' node in mortar layer, °C 
T . represents wood temperature above i" tube in wood layer, °C 
;th Twdi represents wood temperature at / ' node in wood layer, °C 
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T . represents wood surface temperature above /' tube, °C 
7\ represents wood surface temperature at /' node, °C 
Tcpi represents concrete temperature underneath i'h tube, °C 
7\ represents concrete temperature at /'* node in concrete layer, °C 
Tcejlf represents ceiling surface temperature, °C 
Tgyp represents gypsum layer temperature, °C 
Talr represents the air temperature in the air layer, °C 
Even though there are a lot of nodes which may result in a complex model, these 
equations are necessary to accurately predict the complete temperature distribution inside 
the floor slab. And the dynamic equation of each node inside the slab is given below: 
dTw. _, 
j w,i L w wd w\ w,i-l w,i / w,wmor V w.i mwjs /-^ ry QX 
— U L(T -T ~)-U UT -T M 
wjnor V w.i mp.i ' wxrt V w.i cpj '* 
dT . , 
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wmor.mor V. mw,i m.i * wmorxrt V mwJ cjsi 
dT . 
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" T = ^ w r f , / \ y nwr,wd ^ m,i~ ^wd,i)~^ wd,wdsf^^y^wd,i~ K,i) n ^ 14 s ) 
+ ^ wd,wd"wdL\lwpj ~TM,di)\ 
dTps. _ 
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dt ' (3.2.15) 
~T~ ~ s,i, ~ \-*wd, ~\<lcoiiv ~Clrad,)' U wd,wdsfi 
dt (3.2.16) 
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,
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Note: if i=\, TWI_X =7 p and if/' = maximum, Twj -Tr. All other symbols are defined in 
Table 3.2.2, based on reference [18]. 
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Item 
Area of window 
U-value of window 
Area of south direction wall 
Area of north direction wall 
Outer diameter of tube 
Inner diameter of tube 
Length of each tube 
Density of water 
Specific heat of water 
Thermal capacity of the water in 
each tube 
Heating load of the each heating 
zone 
Design supply water temperature 
Design return water temperature 
Water mass flow rate under design 
condition 



























































Convective heat transfer coefficient 
between water and tube wall (unit 
length) 
Conductivity of tube wall 
Resistance of tube wall (unit 
length) 
The thickness of mortar layer 
Interval between tubes 
Length of each mortar node 
U-value between water node and 
mortar node horizontally(unit 
length) 
U-value between water node and 
















































U-value between water node and 
concrete node in unit length 
Thermal capacity of mortar node in 
tube layer 
U-value between mortar node in 
tube layer and mortar node in 
mortar layer vertically 
U-value between mortar node in 
tube layer and concrete node 
vertically 
Thermal capacity of mortar node in 
mortar layer, above the tube node 
U-value between mortar node in 
mortar layer and wood node 
U-value between mortar node and 
mortar node, in mortar layer 
Thermal capacity of mortar node in 
mortar layer 
Thermal capacity of wood node i 
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U-value between wood node and 
wood node horizontally 
Thermal capacity of wood node / 
Thermal capacity of concrete node / 
U-value between concrete node and 
air node 
U-value between concrete nodes 
Thermal capacity of concrete node i 
Height of air layer 
Specific heat of air 
Density of air 
Thermal capacity of the air layer 
U-value between air node and 
gypsum node 
Thermal capacity of gypsum layer 
Height of gypsum layer 
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U-value between block layer and 
insulation layer 
U-value between block layer and 
outside 
U-value between insulation layer 
and gypsum layer 
U-value between cemmol layer and 
gypsum layer 
U-value between cemmol layer and 
wall interior surface 
Thermal capacity of block 
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Table 3.2.2 Symbols used in the equations 3.2.1-3.2.20 
3.2.3 Zone Model 
The warm floor slab surface and ceiling surface exchange heat with the cold enclosure 
surfaces, occupants and other objects inside the space by radiation, and exchange heat 
with the zone air by convection. At the same time, the zone air exchanges heat with the 
interior cold surfaces of the enclosure by convection. Simultaneously, the zone air losses 
some heat because of infiltration. Therefore, the zone air temperature is impacted by a 
number of factors listed below: 
1. Slab surface temperature, Tf]rsf 
2. Internal heat generation, Qm 
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3. Heat loss rate due to infiltration, Qmi 
4. Outside air temperature, T0 
5. Solar radiation, qsoj, including the solar gain from south direction windows and 
solar radiation on the exterior surface of external walls. 
6. Average enclosure interior surfaces temperature, Ten, including wall, window, 
ceiling and door. 
All of the above factors are time dependent variables and are considered as discrete 
inputs in the model equations. 
In the zone model, the air temperature Tz, ceiling surface temperature Tcejlsf, interior 
surface temperature of south direction wall Tswsfi interior surface temperature of north 
wall Tnwsf, interior surface temperature of door 7 ^ . ^ and interior surface temperature of 
window Twjnsfare taken as uniform in the process of simulation. That is to say that those 
temperatures depend on time rather than location. 
The radiation heat flux grarffrom each slab surface element to the enclosure interior 
surfaces is modeled as in reference [48] (2001) 
^ , = 5*10-8JP;_c,„4[(^ + 273)4-(rOT+273)4] (3.2.21) 
Where, 
Fl_m is radiation angle factor between i,h wood surface node and enclosure 
Ten is area-average temperature of interior surfaces, except for slab surface, °C 
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A. is the slab surface area covered by ith node, m2 
Tj,rsfiis the /""slab surface temperature, °C 
Furthermore, as in reference [23] (2008), 
T =(A T + A T + A T + A T + 
en V iw iwsf ew ewsf win wins/ door^ doorsf 
Aeil^ceilsf ) '(Aw + ^ew + ^wi„ + Aoor + Aeil ) 
(3.2.22) 
Where, 
Aw^ew'Am^door^Aeii'ls t r i e a r e a of internal wall, external wall, window, door and 
ceiling respectively, m2 
T
iWsf>TeWsf>Twmsf>Tdoorsf>Tceiisfis t h e surface temperature of internal wall, external wall, 
window, door and ceiling respectively, °C 
According to reference [48] (2001), the convective heat flux qconv from each slab 
surface element to the zone air directly is expressed as 
<7,o„v, = 2 . 1 7 4 ( 7 ^ -Tzf3] (3.2.23) 
Therefore, the total heat flux from the whole floor slab to the zone air is: 
Q , =Y(q ,+q .) (3.2.24) 
i=\ 
Besides the heat gain from slab surfaces, the zone air also receives some heat from the 
internal heat production and solar radiation, which should be considered as well. 
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Solar radiation model has two components. One represents solar gains through 
windows. Solar energy directly transmits through south direction window and is received 
by enclosure interior surfaces and indoor objects. The other component is the solar 
radiation which impinges on the external wall surface. If Ic is the solar radiation intensity, 
r is the transmittance of the glass, SF is the shading factor, and CF is cloud factor, then 
Qsok' directly transmits through the south direction window in Awjns of area can be 
expressed as: 
Qso,s=AwhlsSFCFIcT (3.2.25) 
Besides, because the solar radiation does have some impact on enclosure exterior 
surface's heat balance, when considering the heat balance of the exterior surfaces of the 
enclosure, two heat fluxes, Qso,,Q„ should be considered. Since the solar radiation mainly 
impinges on the south direction wall, the effect of solar radiation on the other 3 direction 
walls is ignored. If Asw is the area of south direction wall, then Qsolsw\s computed by: 
Qsois, = A.SFCFI c (3.2.26) 
In addition, the internal heat gains Qmt are the heat produced by cooking, occupants, 
lighting and equipments, etc. 
The heat transfer by convection between the zone air and windows, doors and walls, 




Assuming ACH is the rate of air change per hour, and then the infiltration heat loss 
rate Qinf can be computed from: 
Qin{=AfHdaircair(T2 -TJACH/3600 (3.2.28) 
Where H is the height of zone, Af is total floor area in m2, dajr cajr are density and 
specific heat of air, with units Kg/m3 and J/(Kg*°C) respectively. 
Therefore, by combining the heat gains and heat losses of the zone, the heat balance of 
the zone can be expressed as: 
irri 
+ htAsw{Tswsf -Tz) + htAnJJnvsf -T2)- h,^(Tz -Twinsf)] 
Where A( represents the heat transfer coefficient of interior surface film, w/(m *°C), 
and TJsfis the interior surface temperature of j surface, °C, including walls, windows and 
doors. 
3.2.4 Boiler Model 
Usually, a gas-fired boiler is used in a small RFH system. The temperature of supply 
water of boiler is function of the capacity of the boiler, the efficiency of boiler, mass flow 
rate of supply-return water and the rate of fuel consumption. According to reference [23] 
(2008), the efficiency of a boiler is function of return water temperature and the accurate 
value can be obtained from experiments. The energy balance equation of the boiler can 
be described as 
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^L = Cb-l[UfmfmaHVeb-mwdcwUw(Tb -Trb)} (3.2.30) 
at 
Where, Cb is the thermal capacity of the boiler, J/(Kg*°C) 
mfmaK is maximum fuel consumption, based on design condition, Kg/s 
HV is the specific heat of natural gas, J/Kg 
eb represents the efficiency of the boiler. 
Tb is the supply water temperature from boiler, °C 
Trb is the return water temperature to boiler, °C 
U
 f represents the control signal for mass flow rate of gas 
Uw represents the control signal for mass flow rate of water 
Note that both Uf,Uwvary between 0 and 1. The control signal Ufcan be obtained 
from the error between the set-point of boiler water temperature Tbsel and real boiler 
supply water temperature Tb, and Uw can be obtained from the thermostat for measuring 
room air temperature or floor slab temperature. 
Besides, the heat loss from pipe network should be considered as well, which is related 
to the boiler supply water temperature Tb, ground temperature Tg , type of pipe, thickness 
of insulation layer and the total length of pipe. All of them affect the supply water 
temperature Tspto the radiant floor. Since the supply water from the boiler would lose 
some heat, the temperature of the water sent to the radiant floor is lower than the water 
temperature at the outlet of boiler. The same theory applies on the return water pipe 
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network which would result in the return water temperature to boiler being lower than 
that of water returning from the zone. Therefore, the temperature of supply water Tsp to 
the RFH zone and the temperature of return water Trb to boiler are expressed as: 
Tsp = (UwmwcJb -0.5UpTb + UpTg)/(Uwmwcw + 0.5Up) (3.2.31) 
Trb={UwmwcJr -0.SU pTr +UpTg)/(Uwmwcw+0.5Up) (3.2.32) 
Where, 
Up=(\/h,+Rp + {lo2l(D0+2Hinsp)/D0]}/(2xkin5Lp)y] (3.2.33) 
L is the total length of the pipe from boiler to RFH zone, m; Hinsp,D0 are thickness of 
insulation layer and outer diameter of pipe respectively, m. hu is the convective heat 
transfer coefficient between water and tube surface, w/(m *°C), and Rp\s the thermal 
•y 
resistance of tube wall, (m *°C)/w. 
3.3 Overall RFH System Model 
The equations described above were linked together to formulate a complete model of 
RFH system. These equations were programmed in MATLAB and solved using 
subroutines. 
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3.4 Open loop simulations of a single zone RFH system 
A single zone RFH system was simulated. The size of the room is 
5m(L)*5.2m(W)*2.8m(H) and located in Teajon, South Korea, Latitude 37.5° north 
where the outside air design temperature Tod is -15°C. The size of the south facing 




Inlet of hot water outlet of hot water 
supply from boiler return to boiler 
Figure 3.4.1 Elevation view and floor plan view of the single zone RFH system 
Tr 
As shown in Figure 3.4.1, the interval between the tubes is 220mm. The east wall and 
west wall are assumed as internal walls, from which no heat losses and gains occur. The 
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air infiltration rate is 0.5 ACH. From the properties of the construction materials stated in 
chapter 3, the design heating load Qhd for this single zone is 1379.6w when the indoor air 
design temperature Tid is 20°C. 
The hot water system consists of a 2500W capacity gas-fired boiler and the inner/outer 
diameter of the pipe is 16/20mm. The supply water pipe from boiler to the heated zone is 
25m long, and thickness of the insulation layer is 20mm. Under design condition, the 
temperature difference between supply water to the zone and return water from the zone 
is 15°C. Therefore, under design condition, the mass flow rate of the hot water mwd\s 
0.0310 Kg/s. Using these design parameters, open loop simulation runs were made. The 
results are discussed in the following. 
3.4.1 Simulation results of the single zone model under design condition 
Figure 3.4.2 and 3.4.3 show the zone air temperature, ceiling surface temperature, 
external walls temperature, and boiler water, supply water and return water temperatures, 
as a function of time. 
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Figure 3.4.3 Predicted external wall temperature and water temperature 
From Figures 3.4.2 and 3.4.3, it can be seen clearly that the temperatures reach steady 
state after about 100 hours. This reflects the large thermal capacity of the system giving 
rise to slow response. At the steady state, the zone air temperature is 20.00°C, the supply 
water temperature from boiler is 48.51 °C, the supply water to the radiant floor is 45.36°C, 
the return water temperature from the zone is 30.36°C, the water temperature return to the 
boiler is 28.44°C, and the ceiling surface temperature is 21.49°C. Also, Figure 3.4.4 
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Figure 3.4.4 Surface temperature distribution 










From Figure 3.4.4, we can see that the maximum surface temperature is 27.40°C and 
the minimum surface temperature is 23.03°C, a difference of 4.37°C. In comparison, the 
difference between the water temperature nodes is 15°C, which is much higher than the 
surface temperature gradient. That is because the higher surface temperature, more 
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radiative and convective heat is transferred to the zone which lowers the surface 
temperature. In contrast, the lower the slab surface temperature, the less heat is 
transferred to the zone. Thus, the temperature distribution of slab surface is relatively 
even. 
Based on the design conditions (control signal Uw = 1 and boiler capacity 
Qboiier ~ 2500 w), by changing outside air temperature and the rate of gas combustion in 
the boiler, the zone air temperature, the ceiling temperature, the supply water temperature 
to the radiant zone and the return water temperature from the radiant floor were simulated. 































































Table 3.4.1 Open loop test of the single zone RFH system model 
From the above simulation results, a relationship between the boiler control signal and 
outside air temperature, water temperatures and outside air temperature, of the single 
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Figure 3.4.5 Open loop test of the single zone RFH system 
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From above figure, it can be clearly seen that the fuel combustion rate is a linear 
function of the outside air temperature. Besides, the difference between the supply water 
temperature T and return water temperature Tr is smaller when the outside air 
temperature increases, which is correct, because the water flow rate is held constant and 
less heat is required to maintain the zone air temperature. 
3.5 Zonal model of single zone RFH system 
From Figure 3.4.4, it was noted that the floor slab surface temperature shows 
maximum variation of 4°C between the first and last node. This is also likely to impact 
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on the zone air temperature distribution in the room. To study this effect, a zonal model 
of single zone RFH system was developed. The model and simulation results are 
described in the following section. 
3.5.1 The formulation of the zonal model 
The single zone described in previous section will be divided into several small cells. 
All these cells are inter-connected by mass air flows, and the mass and thermal balances 
are given for each of them to calculate the indoor temperature field. 
By assuming uniform temperature and density in each small cell, the pressure at the 
middle of a zone obeys the perfect gas law [44] (1999) is expressed by: 
P^^pRiT+ 273) (3.5.1) 
Where p is the density of the air in the cell, Kg/m3, 
R is the perfect gas constant, Pa*m3/(Kg*K) 
Tis the temperature of the zone, °C 
Therefore, the pressure at height z above the bottom of a cell is given by: 
P = Po~Pgz (3.5.2) 
Where p0 is the pressure at the bottom of the cell, Pa 
According to reference [19] (1996), the mass transfer rate from one cell to the other is 
mainly governed by variation in the driving pressure, which is expressed by the following 
equation: 
47 
0.5pv2 = Cdv2AP (3.5.3) 
Where p donates density of the air in the cell from which air leaves, Kg/m 
vis the velocity of mass transfer, m/s 
Cdv is the discharge coefficient, dimensionless, 
AP is the pressure difference between the two neighbour cells, Pa 
Thus, the mass transfer rate at the interface level between two neighbour cells is: 
m = pAv (3.5.4) 
Where m is the mass transfer rate, Kg/s 
A is the area of the interface, m2. 
Since the density p in equations 3.5.3 and 3.5.4 is determined by the direction of the 
mass transfer, the pressure difference AP would determine density p . Meanwhile, 
because hydrostatic effects are taken into account, the mass flow for horizontal interfaces 
and vertical interfaces is calculated differently [29] (2002). The next part is to calculate 
the mass transfer under the two cases. 
4 B 
Figure 3.5.1 Vertical interface of mass transfer between cells 
Figure 3.5.1 has described a vertical interface. The mass flow rate can be calculated as 
follow: 
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If AP = PA-PB>0, mAB = CdA(2pAf5(PA-PB)os (3.5.5) 
and if AP = PA-PB <0, mAB = -CdA{2pBf5(PB-PAf5 (3.5.6) 
B 
A 
Figure 3.5.2 Horizontal interface of mass transfer between cells 
Figure 3.5.2 describes a horizontal interface. The mass flow rate can be expressed by: 
If AP = (PA-0.5pAghA)-(PB+0.5pBghB)>0, 
mAB = CdA(2pAf5[(PA -0.5pAghA)-(PB +0.5pBghB)fs (3.5.7) 
AndifAP = (PA-0.5pAghA)-(PB+0.5pBghB)<0, 
mAB = -CdA(2pA)05[-(PA -0.5pAghA) + (PB+0.5pBghB)f5 (3.5.8) 
Where PA, PB is the pressure in the middle of cell A and cell B respectively, Pa 
pA, pB is the density of cell A and cell B respectively, Kg/m3 
g is the gravitational acceleration, m/s2 
hA, hB is the height of cell A and cell B respectively, m 
mAB is the rate of mass transfer from cell A to cell B, Kg/s 
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A is the area of the interface between cell A and cell B, m 
As stated in reference [19] (1996), the computed values of mass transfer rate are not 
very sensitive to the cell number in the lengthwise direction and the widthwise direction 
of the cell owing to low air temperature gradients along these coordinates. However, it 
was noticed that the simulation results depend on the cell number over the height. As 
result, the small room is divided into 9 cells with three meshes in the lengthwise direction 
and 3 meshes over the height of the room. Each cell and the size of each cell are shown in 
the following figure. 
Figure 3.5.3 9 cells in the single room 
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According to equations 3.5.7 and 3.5.8, we have: 
If Px <P2, m2i=CdAn(2p2f5(P2 -P^5 (3.5.9) 
Ql\=m2\CaJ2 (3.5.10) 
and if i> > P2, m2l = -CdAn(2Pl)0-5 (/> -/>2)as (3.5.11) 
021 =/W2 1^/7 (3.5.12) 
If Pt<P3, m3]=CdAu(2pi)°-5(Pi-P]f5 (3.5.13) 
andif PX>P3 m3l=-CdAli(2pi)°-s(Pl-P3)0-5 (3.5.15) 
231=m31ca (7 (3.5.16) 
If Pt-0.5 Plgh,> P4+0.5 p4gh4, 
m]4=CdA]4(2Pl)°-5[( J> -0.5p,gh,)-{P4 +0.5p4gh4)f5 (3.5.17) 
Qi4=ml4caJ, (3.5.18) 
and if i» - 0.5/?, g/z, <P4+ 0.5p4gh4, 
m]4=-CdA]4(2plf5[-( i> - 0 . 5 A ^ ) + (P4 + 0 . 5 A ^ 4 ) ] 0 5 (3.5.19) 
0 ,4= 'V a „X 4 (3-5-20) 
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I f p 4 > p 5 , 
m45 = CdA45(2p4f5(P4-P5f5 
Q45=m45CairT4 
and if P4<P5, 






and if P4 < P6, 
m46=-CdA46(2p6)05(P4-P6) 
Q46=m46CairT6 
If P4 - 0.5p4gh4 >P7+ 0.5p7gA7 









m41 = CdA41(2p4f5[(P4 -0.5p4gh4)-(P7 +0.5Plgh7)r (3.5.29) 
(3.5.30) 
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and if P4 - 0.5p4gh4 <P7 + 0.5p7gh7 
m47 = -CdA47(2p7)05[-(P4 -Q.5p4gh4) + (P7 + 0.5p7gh7)f5 (3.5.31) 
Q4i=m47cairT7 (3.5.32) 
If P8 < P7, mn=CdA7S(2p7)°\P7 -Psf5 (3.5.33) 
Qi% = ™ncaJ1 (3.5.34) 
and if P%>P7, m78 = -C^7 8(2p8)0 5(P8 -P7f5 (3.5.35) 
Qn=mncai,T% (3.5.36) 
IfP9 <P 7 , m79 = O£479(2p7)05CP7 - P 9 ) 0 5 (3.5.37) 
Q79=m19cairT7 (3.5.38) 
and if P9 > P7, m79 = -CJv479(2p9)a5(P9 - P 7 ) a 5 (3.5.39) 
Qi9=m19caJ9 (3.5.40) 
Where w(/ presents the mass transfer rate (Kg/s) between cell i and cell j . If it is 
positive, it means the mass transfer direction is from cell i to cell j ; if it is negative, it 
means the mass transfer direction is from cell j and cell i. Besides, A:J is the area of the 
interface between cell i and cell j , m2, and pi, P, and Tt represent the density, pressure 
and temperature of zone / respectively, with units kg/m3, Pa, °C and cajr represents the 
specific heat of air, J/(Kg*°C). 
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By applying air mass balance for each cell, the general equation can be written as 
dt = Z
m / / +wfc0»«e-/"/.in* (3.5.41) 
Where, mt is the total air mass in cell i, Kg 
misource *s m e m a s s A°w r a t e fr°m sources in the cell /, Kg/s 
misinl( is the mass flow rate to sinks in the cell i, Kg/s 
dm In addition, under the steady condition, the derivative of the air mass —'- = 0, because 
dt 
of the natural convection in the room with RFH system, the air mass flow rates tnisovrce 
and mjsink are also set to zero. 
By assuming the air distribution in each small cell is uniform, the density depends on 
the total mass of the air in each cell. In other words, the air density in each cell is time 
dependent, resulting from the mass transfer rate between the connecting cells. Therefore, 
the dynamic equations for the density in each cell can be expressed by the following 
equations: 
^ = (m2l+m»-m1A)/Vx (3.5.42) 
dt 
^ =
 {ln52-m2l)/V2 (3.5.43) 
dt 





= (mi4-m45-m46-m47)/VA (3.5.45) 






= (m46 + m96-m63)/V6 (3.5.47) 
= (m47-m7S-m79)/V7 (3.5.48) 
^ = (m7 8-m8 5)/F8 (3.5.49) 
^ = (m7g-m96)/V9 (3.5.50) 
dt 
Where Vj represents the volume of cell i. 
Since the zonal model is based on the singe zone RFH system stated in previous 
section, it should be combined together with the RFH system. That is to say, besides the 
radiative heat transfer, cell 1, cell 2 and cell 3 would absorb some heat from the floor 
surface by convection, and cell 7, cell 8 and cell 9 would obtain some heat from the 
ceiling surface by convection. In addition, convective heat exchange exists between the 
air and the inside surfaces of walls and windows in each cell. 
The infiltration from external walls and windows will be considered in the zonal model. 
Assume the direction of the wind is in south direction, which means some outside air will 
infiltrate into the room from south wall and infiltrate out of the room through north wall. 
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Assume both the window and the external wall is tight fitting. According to reference [2], 
the infiltration rate through the window is vwjn =0.5L/(s*m) and the infiltration rate 
through the wall is vw =0.48L/(s*m2). Then, the total infiltration rate to each cell can be 
written as follow. 
^z2inf = AzlJ>w + AlninKin (3.5.51) 
Vzim{ = Az5wvw + Az5winvwin (3.5.52) 
Vzsmf = Az&wvw (3.5.53) 
KM =-(^2,„f + K5iBt + Vzimf)——^—— (3.5.54) 
Az3w + Az6w + Az9w 
^ i n f ^ - C ^ i n f + ^ i n f + ^ i n f ) . ^ , ( 3 - 5 - 5 5 ) 
Aziw +Az6w + Az9w 
Vz9M=-{Vz2m( + Vz5.mf+Vmnf) A»" (3.5.56) 
Az3w +Azbw + Az9w 
Where, Vzjinirefers to the infiltration rate in m3/s to zone;, 
Azjwand Azjwjn present the area of the wall and window respectively 
in zone /, m , 
By applying energy conservation law to each cell, a series of temperature dynamic 





^-z2 ~~~~77 = ^dzlrad + i^Jlrsurl + ^i^z2w V-* zlwsur ~-^2J+ ,~ ,- r m 
Cz3 ~± = firf^ + 0/W3 +h^w{Tziwsur -T3) + Q63 -Q3l+V2iinfp3ca,T3 (3.5.59) 
Cz4 ^  = 0 z W H ^ C ^ , , , - ^ ) + Qu -Q*5-Q4e "0,7 (3-5-60) 
^z5 ~~7~ = ZZzSrad + "i^z5w\^ z5wsur ~ ^ 5f + ^ win^z5wm\K ~*s)+ /• , - ^ , N 
& 5 + QsS ~ Q52 + KsmfPoa,CaJo 
Cz6 ^ = Qz6,-ad + h,A6w(Tz(>mur -T6) + Q46 + Q96 - Q6i + Vz6mfp6cairT6 (3.5.62) 
at 




^~I~ = ^z%rad+'7i^zSw\^ziwsur~^s) + "i^ziceil \^ zSceilsur ~ **) ,~ c SA\ 
+ Q7S-Qs5+VzSinfPoCairTo 
^-z9 , ~ iJz9rad + "i^z9w\*z9wsur ^9) + C3 5 65"> 
"i^z9ceil\*z9ceilsur ~'* 9 J' +" ti79 ~ 096 ~~ ^z9infP9C aiA9 
Where, C,,- is the thermal capacity of the air in cell /', J/°C 
Tziwsllr a n^ T:iceihw. represent the interior surface of the wall and ceiling 
in cell i, °C 
p0 is the density of outside air, Kg/m , 
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T0 is the outside air temperature, °C. 
In equations 3.5.57-3.5.59, QflrsuA , Qjjrstir2 a nd Qjirsur3 refer to the convective heat 
transfer rate in unit w to cell 1, 2 and 3 from the radiant floor surface respectively, which 
can be expressed as: 
Qflrsu,=^AAflr(Tflrsur-Txr' (3.5.66) 
Qflrsur2 = 2MAzlflr(Tflrsur - r 2 ) ' - 3 ' (3.5.67) 
QflrSu« = 2-17^3./, (?>,,,, -T3)U1 (3.5.68) 
Where AAflr , Az2fIr and Az3fIr present the floor area in cell 1, 2 and 3 
respectively, m2 
Tflrsvri$ the floor surface temperature, °C. 
Besides, in above equations, Qzirad represents the radiative heat to cell i, which will be 
calculated later. 
Because the conduction of air is very small, the heat conduction of air between the 
cells is assumed to be negligiable. Hence, in equation 3.5.(57-65), the net heat stored in 
each zone is equal to the heat transfer from the radiant floor surface and/or the air mass 
flow entering into the cell minus the heat from air mass flow leaving the cell, and the heat 
transfer between the cells and interior surfaces of the enclosure. 
From the simulation results of RFH single zone model, it can be seen that radiative 
heat transfer accounts for a large proportion in the total heat transfer in RFH system. In 
the zonal model, floor, ceiling and internal wall will be considered as heat sources which 
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radiate heat to cold surfaces, such as window, external walls. Ceiling and internal wall 
would also receive some radiative heat from floor surface, resulting from that the 
temperature of floor surface is the highest in the room. According to reference [18], the 




Tl z<?J -TSJ) (3.5.69) 
1/sx +\/e2 - 1 
Where Qrad is the total radiative heat from surface 1 to surface 2, w 
cris constant, 5.67*10~8w/(m2*K4) 
Ax is the area of surface 1, m 
F,_2 is the angle factor between the two surface 
ex, s2 is the emissivity of surface 1 and 2 respectively 
Tnir], Tsur2 is the temperature of surface 1 and 2 respectively, K 
The dynamic equations of the other nodes, such as nodes in enclosure and floor, 
supply/return water, and boiler system have been explained in previous section, and they 
remain the same as given in equations (3.2.1) ~ (3.2.33). 
3.5.2. Simulation results of the zonal model 
By programming the dynamic equations in MATLAB and solving the equations, the 
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Figure 3.5.4 Simulation results of air mass transfer rate in each cell 
In Figure 3.5.4, when m7> is negative, it means the mass transfer direction is from cell 
i to cell j . In reverse, when m^ is positive, it means the mass transfer direction is from 
cell j to cell i. Under the steady state design condition, both mass transfer rate and 
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Figure 3.5.5 Mass transfer rate (Kg/s) and direction in the boundary layers 
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Figure 3.5.6 Simulation results of air temperature in each cell 
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Figure 3.5.6 shows that, after about 100 hours, the dynamic model reaches steady state. 












Figure 3.5.7 Cell temperature under steady state 
Figure 3.5.7 shows that cell 7 has the highest temperature 20.30°C and cell 2 has the 
lowest temperature of 18.70°C. The simulation results are reasonable because cell 7 could 
obtain some convective heat from the ceiling which has higher temperature and some 
radiative heat from the floor surface, results from relative large angle factor between the 
two surfaces, and it does not lose heat to outside. By comparison, although cell 1 receives 
a large amount of convective heat from floor surface, a lot of cold air comes from cell 2 
and cell 3 into cell 1 to counteract the heat. The cell 2 loses too much heat through the 
wall, window and by infiltration. Although cell 5 loses more heat than cell 2, it gets some 
warm air from cell 8 and cell 4. 
In addition, from the simulation results, we can find that the maximum temperature 
difference among the cells is 1.6°C. Moreover, the temperature difference is less than that 
in other heating systems, such as board heater and traditional air-conditioning system. 
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3.5.3 Open-loop test of the zonal model 








































































Table 3.5.1 Open loop runs of air temperature in each cell 
From Table 3.5.1, it can be seen that the air temperature in cell 2 is the lowest and in 
cell 7 is the highest. In addition, it shows that the temperature difference between the 
cells decreases when the outside air temperature increases, due to less heat loss to outside 
through structure when outside air temperature is higher. Thus, heat is distributed more 
evenly among the cells. 
3.5.4 Summary 
As can be noted, the air temperature distribution in the zone is not uniform resulting in 
a maximum variation of 1.6°C. Therefore, in order to study the zone temperature 
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distribution, it is necessary to use zonal models for evaluating thermal comfort in the 
zone. 
This increases the complexity of the model. Since such complex models are not 
suitable for control analysis, the single and multi-zone models with uniform air 
temperature were used for designing control strategies presented in chapter 4. 
3.6 Open loop simulation of multi-Zone RFH system 
An apartment with 4 zones shown in Figure 3.6.1 was considered as a multi-zone RFH 
system. The area being heated is 66.77m and the unheated area is 86.23m'. The 
apartment is assumed to be located in the middle of a high-rise building. The water circuit 
consists of 4 tube loops. The tube pitch in room 1 is 150mm and it is 220mm in other 3 
rooms. The construction details of external walls, internal walls and floor slab is the same 
as mentioned before. Under the design condition with the outside air temperature of 
-15°C and the air infiltration rate of 0.5ACH, the design heating load of the apartment is 
4270w. 
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Figure 3.6.1 Plan view of the 4-zone apartment with RFH system 
3.6.1 Nodes in the multi-zone RFH system 
By assuming the air mass in each zone, including the unheated zone, as well mixed, 5 
air temperature nodal equations were used to describe the four zone RFH system model. 
In addition, the model equations for walls and slab remain the same as in the single zone 
RFH system model. However, the difference between the single zone RFH model and 
multi-zone RFH model is that, in multi-zone model, the supply water temperature to all 
the zones is the same, the heat transfer by conduction between the zones through walls 
will be considered and the return water from 4 loops is first mixed and then sent back to 
the boiler. The design condition is such that the water temperature difference between the 
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supply water to the apartment and return water from the apartment is 10°C instead of 
15°C in the single zone RFH system model. The boiler capacity for the apartment is 
8000w. In summary, there are 463 nodes in this multi-zone RFH system model. The 
dynamic equation for the air node of unheated zone and for the return water temperature 
can be written as follows: 
J / T I 
Z
"" = fi„ + & 2 + fi,3 + Gz4 " QnH o ~ Qnf nH +.Qso,s + & , , „„ ( 3 - 6 . 1 ) dt 
dTr = T uwimw]Trl + uw2mw2Tr2 + uw3mw3Tr3 + uw4mw4Tr4 
d t r
 « , i m w l + " w 2 W w 2 + M w 3 W I W 3 + W w 4 m W 4 
Where QzX, Qz2,Qz}, Qz4 are the total heat transfer from zone 1, zone 2, zone 3 and 
zone 4 to the unheated zone by conduction respectively, including 
heat transfer from walls , windows and doors, w. 
Qnh 0 is the heat transfer from unheated area to outside by conduction, w. 
Qinf „Ais the heat loss by infiltration, w. 
Qmi nh\s the internal heat gains of unheated zone, w. 
Tr is the return water temperature from the apartment, °C. 
Tr] Tr2 Tr3 Tr4 is the return water temperature from each loop respectively, °C. 
uw] ,uw2,uw3,uw4is the control signal of water flow rate in each 
loop respectively. 
mw] ,mw2,mw3,mw4is the design water mass flow rate in each loop respectively, 
Kg/s. 
66 
3.6.2 Simulation results of multi-zone model under design condition 
From Figure 3.6.1, we can see that the water-tube loops for room 1, room 2 and 
master room have to go through living room first, which would obtain some heat from the 
loops, and then get into room 1, room 2 and master room respectively. Therefore, we 
have to balance the water mass flow rate for all the tube loops. By adjusting the mass 
flow rate in each loop and running the MATLAB programming, the zone air temperature, 
water temperature, and unheated zone air temperature response as a function time is 
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Figure 3.6.2 Simulation results of multi-zone model under design condition 
Tznh 
400 
From Figure 3.6.2, we can see that the system could reach near steady state after about 
100-150 hours. Under the steady state, the air temperature of the heated zones is about 
20°C, the unheated zone air temperature is about 6.1°C, and the water temperature 
difference between supply water to the apartment and return water from the apartment is 
about10°C. 
Several simulation runs were made, by changing outside air temperature and the rate of 
gas combustion in the boiler to determine the air temperature Tz in each zone, supply 
water temperature Tsp to the apartment, and return water temperature Tr from the zone. 














































































Table 3.6.1 Simulation results of open loop test of multi-zone RFH system 
Besides, from the simulation results, the relationship between the boiler control signal 
and outside air temperature, water temperature and outside air temperature in the multi-
zone is plotted in Figure 3.6.3. 
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Figure 3.6.3 Open-loop test of the multi-zone model 
10 
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From above figure, it can be seen clearly that the fuel combustion rate is linear 
function of outside air temperature. The temperature trends are similar to those discussed 
in the single zone RFH system. 
3.7 Summary 
The dynamic model for RFH system, which focuses on calculating the floor slab 
surface temperature distribution, temperature distribution in floor slab and zone air 
temperature, etc., has been built. The model was applied to a single zone and multi-zone 
RFH systems respectively. From the simulation results, it was noted that maximum 
surface temperature does not exceed 29°C under design condition. Meanwhile, the 
maximum floor slab surface temperature difference is less than 4°C. 
In addition, to study the zone air temperature distribution in the room with RFH system, 
a zonal model was developed. The simulation results show maximum temperature 
variation of 1.6°C in the zone. 
By carrying out open loop simulation runs of single zone and multi-zone RFH system, 
it was possible to show functional relationship between boiler temperature, return water 
temperature and outdoor air temperature. The simulation results for both single zone and 
multi-zone RFH systems are useful in determining potential operating set-point of RFH 
system as a function of outdoor air temperature. 
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CHAPTER 4 
Control Strategies for RFH System 
4.1 Introduction 
In this chapter, before applying any control strategies on RFH system, the impact of 
the fluctuating outside air temperature, solar radiation and internal heat gains on the RFH 
system would be examined. Then, the conventional suitably-tuned PI (proportional plus 
integral) control, which is expected to improve the temperature regulation performance of 
the RFH systems, will be applied to the single zone and multi-zone RFH system 
developed in Chapter 3. Although PI controllers are much more expensive than on/off 
controllers, from references [11] (1999) and [8] (1997), PI controllers have a much better 
temperature regulation performance than on/off control. The objective of this chapter is 
to study the closed loop performance of conventional PI control, in which the set-point of 
boiler water temperature is constant, which is an effective base case control strategy. In 
the later chapters, improved control strategies will be proposed and their performance 
will be compared with the base case PI control strategy. 
4.2 The impact of load disturbances on the single zone RFH system 
The disturbances on RFH system mainly include outside air temperature, solar radiation 
gain and internal heat gain. Actually, heating design is based on the worst situation when 
the outside air temperature reaches the lowest point in winter, and there is no solar gain 
and no internal heat production. However, the outdoor air temperature is always higher 
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than the outside air design temperature, and the heating space could get some solar 
radiation gain and internal heat gain. As a result, the zone air temperature is always 
higher than the design air temperature if there is no zone air temperature control, which 
not only wastes energy, but also it may make occupants feel uncomfortable. 
To carry out simulation runs, predicted outdoor air temperatures were used. The 
outdoor air temperatures over a 24-hour period were predicted using the equations given 
in reference [10]. The inputs to the model are the expected maximum (7^) and minimum 
(Tm) temperatures and their time-of-day occurrence (thl h,tlow) respectively. 
t<thw, To =Tv-Tdcos[( n At-tloJ] (4.2.1) 
^ [fhigh how) 
t!ow < t < thish, T0 = Tv - Td cos[( U (t - tloJ] 
high low (4.2.2) 
t>tlugl„ T0 =Tv+Tdcos[( n (t-thlgh)] 
z
^ \higit liow) (4 2 3) 
T +T T —T 
„r , rr high x low , rr, '•/ugh ± low 
Where, Tv=^—~ , and Td=—-
Assuming a maximum temperature of 0°C at 13:00, and a minimum temperature is 
-10°C at 5:00, the predicted outdoor air temperature using equations 4.2.1-4.2.3 is 
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Figure 4.2.1 Predicted outdoor air temperature 
By selecting Uf = 0.53 according to Figure 3.4.5 and Table 3.4.1, the responses of 
single zone RFH system without any control and subjected to the predicted daily outdoor 
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Figure 4.2.2 Predicted zone air temperature under predicted outside air temperature 
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Simulation runs conducted over 10 consecutive days until the periodic steady state was 
achieved. Under steady state condition, the zone air temperature fluctuates between 
19.2°C and 21.2°C without any control. These fluctuations will increase if the solar 
radiation and internal heat generation are added to the single zone RFH system. 
4.3 Closed loop PI control responses of the single zone RFH system 
Usually, there are three methods to control a RFH system, which are: (i) by controlling 
only the supply water temperature, (ii) by controlling only the supply water mass flow 
rate, and (iii) by controlling the supply water temperature and supply water mass flow 
rate at the same time. In the conventional PI control method, both the temperature and the 
mass flow rate of supply water are controlled. Both set-points for supply water 
temperature and zone air temperature are constant and there are two thermostats, one 
measuring the temperature of boiler water and the other measuring the zone air 
temperature. The error between the real boiler water temperature and the boiler water 
temperature set-point is used to control the combustion rate Uw of natural gas and the 
signal from the error between the real zone air temperature and the zone air temperature 



















Figure 4.3.1 Control inputs for single zone RHF system 
In Figure 4.3.1, zone air temperature T2 and boiler water temperature Th are the outputs, 
and water flow rate Uw and natural gas combustion rate U f are the inputs. If the zone air 
temperature is under the set-point, the mass flow rate of water is increased via the three-
way valve controller C,. Simultaneously, the controller C2 adjusts the gas burning rate in 
the burner such that the boiler water temperature would maintain at the chosen set-point. 
Figure 4.3.2 and Figure 4.3.3 describe the closed-loop control diagrams. 
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Figure 4.3.2 PI controller block diagram with zone air temperature feedback 
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Figure 4.3.3 PI controller block diagram with boiler water temperature feedback 
The PI control equations for Figure 4.3.2 and 4.3.3 are described below: 
m=Tzset-T7 (4.3.1) 
Uw(t) = kp]El(t) + kil\El(t)dt (4.3.2) 
EM) = Tbsel-Tb (4.3.3) 
Uf (0 = kp2E2 (t) + kj2 J E2 (t)dt (4.3.4) 
Where, A i^s the proportional gain and &,is the integral gain, and T:sel,Tbselare the set-
point of zone air temperature and boiler water temperature respectively. In the 
simulations, Tzsel =20°C and Tbset =60°C were assumed. 
The following set of controller gains kp] =l,kn = 0.00333,^ =0.03,kl2 =0.00001, 
which were obtained with a few trials, gave acceptable set-point tracking responses. 
Temperature responses subject to step change in outdoor air temperature from -10°C to 
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Figure 4.3.4 Validation of the constant gain values of PI controllers 
for single zone RFH system 
From Figure 4.3.4 (b), (c), (d), it can be clearly seen that the single zone RFH system 
responses converge and reach stable steady state. When the outside air temperature 
decreases from -10°C to -15°C, it takes the system about lOhrs to reach a new steady 
state. Since the outside air temperature decreases, the heating load increases 
correspondingly, this is shown in Figures (c), (d), in which the water mass flow rate and 
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gas burning rate increases. Most importantly, in both cases, the zone air temperature is 
held close to the set-point 20°C over the entire simulation period. 
4.4 Closed-loop PI control of the multi-zone RFH system 
Unlike the single zone, there are 5 PI controllers in multi-zone RFH system, one of 
which is used to control the gas burning rate, and the rest are used to control the water 
mass flow rate in water loop. Figure 4.4.1 shows the PI control loops of multi-zone RFH 
system. 
Pump 
" ^ f I t 

















Figure 4.4.1 Control inputs for multi-zone RHF system 
As stated previously, in the multi-zone RFH system depicted in Figure 3.5.1, the 
indoor air temperature of living room is affected by the flow rate in water loops 1,2,3 
and 4. Therefore, the control is much more complex in this kind of multi-zone system 
than the multi-zone where each controller controls each zone separately. 
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By trial and error sets of controller gains which gave better performance were chosen. 
These arekp] = 0.5 , kn = 0.0001 ,kp2=l, ka = 0.0002 , kp3=l, ki3 = 0.0004 ,kpA=\, 
ki4 - 0.0002, kp5 - 0.2, kj5 = 0.00003 . Using these values, temperature responses of the 
system subjected to step change in outdoor air temperature from —10°C to —15°C were 
obtained. They are shown in Figure 4.4.2. 
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Figure 4.4.2 Validation of the constant gain values of PI controllers 
for multi-zone RFH system 
Figure 4.4.2 (f), (g) and (h) show that the multi-zone RFH system reaches stable state 
in less than lOhrs. Figure 4.4.2 (h) also shows that, to keep the zone air temperature 
around the set-point, more fuel is required when outside air temperature decreases. The 
constant gain values of the PI controllers for multi-zone RFH system are valid and yield 
better results. Simulation runs were conducted over a longer period by using outdoor air 
temperature profile shown in Figure 4.2.1. The results depicted in Figure 4.4.3 show that 
all zone temperatures are maintained close to the set-point and system responses remain 
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stable. This validates the stability of constant gain PI controllers as applied to the multi-
zone RFH system and 4.4.3 (a)-(j) are the dynamic responses of zone air temperature, 
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Figure 4.4.3 Simulation results of multi-zone RFH system under conventional 
PI control (only the disturbance of outside air temperature is considered) 
It is apparent from Figure 4.4.3 (a), (b), (c) (d) that the zone air temperature in all the 4 
rooms experiences a slight swing between 19.96°C and 20.08°C during the simulation 
period. It means that the PI controllers are able to regulate the zone air temperature well 
in this kind of complex multi-zone RFH system. 
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4.5 PI control of multi-zone RFH system under simulated operating condition 
Multi-zone RFH system responses subject to variations in outdoor air temperature, 
variation in solar radiation gains and variation in internal heat gains were studied. The 
solar radiation intensity and assumed internal heat gain profiles are depicted in Figure 
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Figure 4.5.1 Incident Solar Radiation 
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Figure 4.5.2 Internal heat gain 
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The simulation results with multiple disturbances acting on the multi-zone RFH system 
are depicted in Figure 4.5.3. Note that during these simulations, the same set of controller 















































o 0.6 fi 
i_ : :. 
c \ ; 









^ y-1- ^_ ,/^~. 
50 
" 




' / ] / 




_^-~ - _ _ x ^ . ^ ,^_ . 
100 150 
(a) Time (h) 
" " 

















2> 20 r— 
^ l; 
ro j i — 




- 3s 18" 
200 "~ 0 
T - , 0 
Izo 
\ ~ ^ ~ ^ N — 
• 
o 
• V 22r -
8 i 
a: fe 21 
- i - j 
ro 
2 












M /\ f\ f\ I 
; / i / \ / • / 
100 150 
(e) Time (h ) 
: = u f j 
, / I A 
' ! / '• , 
'/ ' / i / 




3> 50 h 
3 
"ro 
; 0 ) 









- . *- —• —-
T-» O 
IZZ 
^ _ . . _ ^ _ ^ . _ . -x ^ _ . ^ ^ . ^ 
50 100 150 
(b) Time (h) 
I 
• - w ^ - — - w ^ ^ ^ - - -
50 100 150 
(d) Time (h) 
\ - / " V ' V / ' \ " W 




~ ~ * • 























• - i 

















































\ A /A / \ A A /A / \ 
• u' vy vy v./ 1 / \J \J \ 
) 50 100 150 











A f) p /"! f) f\ A 
• 
) 50 100 
(i) Time ( 
150 
h) 

































w U.8 ro 
o 0.6 
ro 




















f\ f\ f\ f\ f\ (\ 
/ V \J 1/ 1/ \J I 
50 100 150 
(h) Time (h) 
u
 • • 
Uw2] 
..L 




f\ f\ f\ f\ A f\ 
50 100 150 
0) Time (h) 
/ \ i \ A 
200 
Figure 4.5.3 Simulation results of multi-zone RFH system under 
conventional PI control with multiple disturbances 
The Figure 4.5.3 shows that when all the disturbances, such as outside air temperature, 
solar radiation gain and internal heat gain, are acting simultaneously on the multi-zone 
RFH system, the controllers were able to maintain the indoor air temperature of all the 4 
zone between 19.96°C and 20.07°C, which can be considered as acceptable performance. 
Compared to Figure 4.4.3, the only apparent difference is that the gas burning rate is a 
little smaller with internal heat gains and solar radiation gain than without as it should be. 
The energy consumption during the simulation period was 34.7444* 102MJ with internal 
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heat sources and solar radiation gains, compared to 39.0813* 102MJ without internal heat 
sources and solar radiation. The difference is contributed by the heat gain from solar 
radiation and internal heat generation. 
4.6 Impact of one zone on the other zones under conventional PI control 
Usually, it is a very common situation that there are no occupants in one of the rooms 
in an apartment. As a result, the indoor air temperature in that room is lowered to save 
energy. However, lowering the thermostat setting in one room could affect the 
temperature in the other rooms. Therefore, the objective of this section is to check 
whether the other zones are significantly affected or not when the indoor air temperature 
set-point of one zone in the apartment is reduced. 
By assuming that the zone air temperature set-point of room 2 is lowered by shutting 
down water flow rate in closed loop 2, the simulation results corresponding to this 
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Figure 4.6.1 Simulation results of multi-zone under energy saving mode 
From above figure, we can clearly see that the air temperature in room 1, living room 
and Master room could be maintained close to the set-point when the tube-loop 2 is shut 
down by PI controller because of the reduced thermostat set-point in zone 2. Since the 
flow rate in zone 2 is 0, the zone 2 air temperature decreases as shown in Figure 4.6.1 (b). 
In other words, the other zone air temperatures are not affected by stopping the 
circulation of water in the unoccupied zone. This resulted in an energy saving of 4.9%. 
4.7 Summary 
A conventional PI control strategy, which uses zone air temperature as a control signal 
to regulate the water mass flow rate and uses boiler water temperature as a control signal 
to regulate the gas-burning rate so as to maintain the boiler water temperature around the 
constant set-point, has been applied to the single zone RFH system and the multi-zone 
RFH system. The simulation results show that the zone air temperatures remain close to 
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the set-point (-0.05°C to 0.10°C) throughout the day. The control performance is 
acceptable. 
Besides, when multiple disturbances, including the variation of outside air temperature, 
solar radiation and internal heat generation, are considered in the multi-zone RFH model, 
and the multi-zone RFH system is controlled by the same PI control strategy, the 
simulation results reveals that the temperature in all the 4 zones are maintained close to 
the set-point. 
In addition, the base case PI control strategy has also been proved to be valid in 
compensating for the effects of change in thermostat set-point in one zone on the other 
zones. In other words, inter-zone effects are effectively compensated by the conventional 
PI control strategy. 
From above, we could conclude that the conventional PI control strategy is a good 
control strategy for both single zone and multi-zone RHF system from the point of view 
of temperature regulation. 
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CHAPTER 5 
Predictive PI Control strategy for RFH System 
5.1 Introduction 
An efficient control strategy for RFH system should include a good temperature 
regulation and high energy efficiency. In chapter 4, it was shown that PI control strategy 
is an excellent control strategy for temperature regulation in RFH system. The objective 
of this chapter is to seek some improvement, such as improving the energy efficiency and 
achieving a better temperature regulation using the PI control structure. 
References [33] (2002) and reference [28] (1991) concluded that the use of variable 
supply water temperature as a function of outdoor air temperature instead of constant 
supply water temperature could achieve a good control performance. With this as a basis, 
a new predictive PI control strategy will be developed. 
First, the predictive PI control strategy is described. The performance of zone air 
temperature regulation in both single zone and multi-zone zone RFH system under the 
predictive PI control strategy will be presented. Furthermore, the energy consumption of 
the predictive PI control strategy will be compared with the conventional PI control 
strategy. 
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5.2 Predictive PI control strategy 
In the predictive control strategy, boiler water temperature set-point is not constant but 
it is predicted according to the variation of the outdoor air temperature. When the outdoor 
air temperature decreases, the supply water temperature will increase. In reverse, when 
the outdoor air temperature goes up, the supply water temperature will go down. That is 
where we believe the predictive control strategy will achieve a better performance. 
However, one area we need to figure out is how to determine the set-point scale as a 
function of the outdoor air temperature change. The predictive control technique is 
described by following steps: 
1. According to the initial condition, calculate the heat transfer to the zone: 
1o=Uwcwmw(Tspo-TrJ (5.2.1) 
Where, Uw is the average value of the signal of water flow rate, and T ,T are 
the initial values of water temperature being supplied to the radiant floor and 
water temperature return from the radiant floor respectively. 
2. The heat transfer from the water to the zone at At seconds later is predicted as 
follows: 
9><, =?o_6'r77-?o (5.2.2) 
Where, 9X is the ratio of outdoor air temperature change during the first 
T0 -T 
At seconds, #, = — L , and 7 is a weighting factor. 
At 
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3. According to the predicted heat transfer obtained above, the predicted supply water 
temperature is computed from: 
T =T + 
m r0 
Qpr* 
u m _,c 
(5.2.3) 
4. Assuming the supply water temperature Tspto be a linear function during the time 
period [0, At] between T and Tsp , solve the model equations for the simulation 
period At seconds and obtain the return water temperature^ . 
5. With the supply water temperature/^ , return water temperature^ , and outside air 
temperature change ratio during the second At time interval, predict the heat 
transfer and supply water temperature for the second At time step: 
9pr<i =K-02-V^ (5.2.4) 
T —T A- prei 
SP2 =
 "' Uwmwdcw (5-2.5) 
6. Similarly, repeat the calculations to determine TSjh,Tsp^Tsp^,... as needed. 
7. According to the supply water temperature seriesT ,T ,T ,T ....,T and heat 
transfer coefficient U from the pipe to the ground, calculate the boiler water 
temperatures Tb ,Tbi,Tb , r v . . . , 7^ . and this series of boiler water temperatures is 
taken as the set-point of boiler water temperature. 
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8. A PI controller is used to regulate the boiler water temperature towards the set-
points by changing the fuel firing rate. Likewise, zone air temperature is regulated 
by changing water mass flow rate by the other PI control controller. 
Note that by choosing a proper weighting factor rj, the predictive control performance 
can be improved. 
5.3 Predictive PI control strategy on the single zone 
In order to compare the performance of predictive PI control strategy and conventional 
PI control strategy, multiple disturbances, such as outdoor air temperature variation and 
solar radiation gain, etc., were considered as those in the conventional PI control. By 
choosing water mass flow signal Uw=0.5 and a weighting factory = 150, the boiler 
water temperature set-point and outside air temperature are plotted in Figure 5.3.1. 
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Figure 5.3.1 Predicted boiler water temperature set-point and outdoor air temperature 
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Figure 5.3.1 shows that when the outside air temperature reaches its lowest value of 
-10°C, the boiler water temperature set-point goes up to its highest value of 55°C. 
Likewise, when the outside air temperature reaches the highest value of 0°C, the boiler 
water temperature set-point reaches its lowest value of 46°C. In other words, a 9°C 
variation in boiler water temperature set-point occurs over a 24 hours period. 
Based on the predicted set-point of boiler water temperature plotted in Figure 5.3.1 and 
with constant gainskp] =l.5,kn = 0 . 0 0 0 8 , ^ = 0.2,ki2 =0.00001, the simulated dynamic 
responses of the single zone RFH system subject to a step change in outdoor air 
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Figure 5.3.2 Predictive PI control responses of single zone RFH system 
94 
From the above figures, we can see that the single zone RFH system responses are 
stable in spite of sudden change in outdoor air temperature. Since the boiler water 
temperature is changing all the time, the water flow rate and the gas burning rate are also 
changing correspondingly as opposed to constant set-point of boiler water temperature as 
in the conventional PI control mode. 
5.3.1 Comparison between the conventional PI control strategy and the 
predictive PI control strategy 
The performance comparison between the conventional PI control strategy and the 
predictive PI control strategy applied to the single zone RFH system was made. The 
results are summarised in Table 5.3.1. 
Item Conventional PI control Predictive PI control 
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Table 5.3.1 Comparison between conventional PI control and predictive PI 
control for single zone RFH system 
From Table 5.3.1, it can be clearly seen that the fluctuations in zone air temperature 
under predictive PI control mode are slightly smaller than under conventional PI control 
mode. Under predictive PI control, the zone air temperature is between 19.98°C and 
20.02°C in most of the simulation time. In addition, the most important difference is that 
the predictive PI control strategy could save 12.08% of energy, compared to conventional 
PI control strategy. In other words, the energy performance of the single zone RFH 
system has been significantly improved by selecting the boiler water temperature set-
point according to the variation rate of the outdoor air temperature. 
5.4 Predictive PI control of multi-zone RFH system 
By trying different values of the constant gains for the PI controller and weighting 
factor 77, following set that gave good responses were obtained. These are k
 x =0.5, 
kn = 0.0006 , kp2 = 1 , ki2 = 0.0008 , kp3 = 1 , Jt/3 = 0.0008 ,kp4=\ , ki4 = 0.0008 , 
k
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Figure 5.4.2 Validation of the constant gain values of PI controllers for 
multi-zone RFH system under predictive PI control strategy 
From above figures, we can see that the multi-zone RFH system reaches steady state in 
response to step change in outdoor air temperature. The system responses are fast and 
stable. 
Multi-zone RFH system responses to typical daily variations in outdoor air temperature 
were simulated. The simulation runs were made for ten consecutive days. The zone air 
temperatures, boiler water temperature set-point and supply/return water temperature 
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Figure 5.4.3 Simulation results of multi-zone under predictive PI control 
From Figure 5.4.3, it can be clearly seen that, under the predictive PI control, the zone 
air temperatures in all the zones are well regulated. The zone air temperature fluctuation 
range is between 19.99-20.01°C, 19.985~20.02°C, 19.98~20.025°C and 19.985~20.02°C 
respectively in room 1, room 2, living room and Master Room. The energy consumption 
during the simulation period was 3.51510*103MJ. 
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5.5 Comparison between the conventional PI control strategy and 
the predictive PI control strategy for the multi-zone RFH system 
Comparisons between conventional PI performance and predictive PI control strategy 
performance of the multi-zone RFH system were made to compare energy consumption 
and fluctuations in zone air temperatures. The results are listed in Table 5.5.1. 
Item 










Energy consumption (MJ) 
Energy saving 
















Table 5.5.1 Comparisons between the conventional PI and predictive PI 
control for the multi-zone RFH system 
Table 5.5.1 shows that, under predictive PI control, the zone air temperatures in multi-
zone RFH system fluctuated between 19.98°C and 20.02°C, which can be regarded as a 
good performance of temperature regulation. What's more, the predictive PI control 
strategy could save 10.06% of energy, compared to the conventional PI control strategy. 
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5.6 Predictive PI control of multi-zone RFH system subject to multiple disturbances 
Previous section showed that the predictive PI control strategy gives good control 
when there is no solar gain and no internal heat gains. Therefore, the objective of this 
section is to examine the performance of the multi-zone RFH system when multiple 
disturbances, such as variation in outdoor air temperature, solar radiation and internal 
heat generation, are added to the system. The simulation results are plotted in Figure 
5.6.1. 
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Figure 5.6.1 Simulation results of multi-zone RFH system under 
conventional PI control with multiple disturbances 
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The results depicted in Figure 5.6.1 show that the responses of multi-zone RFH system 
with multiple disturbances under predictive PI control are stable and a good control 
performance over continuous operation of the RFH system could be obtained. The zone 
air temperatures are maintained very close to their set-point and boiler water temperature 
tracks the predicted boiler water temperature set-point very well. 
5.7 Predictive PI control strategy of multi-zone RFH system: the impact of one zone 
on the other zones 
This section will discuss a very common case that one zone is unoccupied and the 
other zones are occupied. Thus, the multi-zone RFH system shuts down the water 
circulation in the zone without occupants. Assume nobody stays in room 2 and the water 
circulation in that room is shut down by the PI controller because of a very low zone air 
thermostat set-point. The performance of the system under this case is shown in Figure 
5.7.1. 
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Figure 5.7.1 The performance of multi-zone RFH system with predictive 
PI control under energy saving mode 
Although no water enters into the water-loop in room 2 (shown in Figure 5.7.1 (h)), 
Figure 5.7.1 (a), (c) and (d) show that the zone air temperature in room 1, living room 
and Master room are not affected by zone 2. From this point of view, the predictive PI 
control is also an effective control strategy in minimizing or eliminating the impact of 
one zone on the others. Furthermore, the energy consumption is 5.70% less than that of 
without shutting down the water circulation in room 2. 
5.8 Summary 
Compared to the conventional PI control strategy, the predictive PI control strategy, in 
which the set-point of boiler water temperature is selected according to the outdoor air 
temperature, is shown to be more energy efficient. By applying the new control strategy 
on both single zone and multi-zone RFH system, the simulation results show that the 
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zone air temperature fluctuation is smaller, compared to the conventional PI control. 
Besides, the predictive control strategy could save about 10% of energy, compared to the 
conventional PI control strategy. 
Predictive PI control strategy works efficiently in counteracting the effects of multiple 
disturbances and gives stable temperature regulation in all zones. 
In addition, it was shown that the predictive PI control strategy eliminates the inter-
zone interactions when the water circulation in one of the zones is shut down. By doing 
that, a 5.70% of energy can be saved and the occupied zones are not affected. 
From above, it is concluded that the performance of RFH systems could be improved 
significantly by the predictive PI control strategy from both aspects of temperature 
regulation and energy consumption. 
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CHAPTER 6 
Optimal Operation of RFH System 
6.1 Introduction 
As shown in Chapter 5, the predictive PI control strategy can save over 10% energy, 
compared to the conventional PI control strategy. It is of interest to explore optimal 
control to see if further savings in energy can be obtained. To this end, in this chapter, 
steady state optimal set-points of boiler water temperature are determined by formulating 
and solving the steady state optimization problem. 
6.2 Formulation of the optimization problem for RFH system 
This section will discuss the optimization of the single zone RFH system under steady 
state. The optimization problem was formulated and the resulting equations were solved 
using MATLAB subroutines. 
6.2.1 Determination of the optimized set-point of boiler water temperature 
The single zone model of RFH system in steady state was written as: 
f(x,Uf,Uw,To) = 0 (6.2.1) 
*o=*L=o (6-2-2) 
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Where xis the state vector x = [7\ Tmwi Tmpi Tmi — Tb Tsp Tr Trb Tzf and x0 is the 
initial value of the variables. 
The constraints (upper and lower bounds) of all the variables were set, as: 
aJ<xJ<j3j,'j = l,2,:.n. (6.2.3) 
The objective function to be minimized was based on three considerations: (i) the zone 
air temperature must be maintained close to the set-point, (ii) the energy input to the 
boiler should be minimized, and (iii) the variables x should not exceed its upper and 
lower bounds. In other words, equation 6.2.3 must be satisfied. The cost function J 
satisfying these conditions can be expressed as 
J = (Tz-Tzsel)2+UfmfmsxHVeb (6.2.4) 
The equations were solved by using the function fmincon(J) m MATLAB to obtain the 
boiler water temperature as a function of different water flow control signal Uw and 
outside air temperature T0 . The relationship between the optimized boiler water 
temperature and the outdoor air temperature based on different water flow control signal 
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Figure 6.2.1 Optimization of the open loop test of single zone RFH system 
The above figure shows that the optimized boiler water temperature decreases when 
outside air temperature increases. Also, the optimized boiler water temperature decreases 
as the water flow rate increases. 
6.2.2 Performance of the single zone RFH system under optimal PI control 
Dynamic responses of the single zone RFH system under optimal PI control subject to 
step change in outdoor air temperature from -6°C to -10°C are plotted in Figure 6.2.2. 
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Figure 6.2.2 Validation of the constant gain values of PI controllers for 
single zone RFH system under optimal PI control 
From Figure 6.2.2, we can see that except for a sudden change in boiler water 
temperature set-point, the other responses remain smooth and stable. This was verified by 
conducting simulation runs over continuous ten days period under the predicted outdoor 
air temperature as shown in Figure 6.2.3. 
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Figure 6.2.3 Responses of single zone under optimal PI control strategy 
Figure 6.2.3 (a) shows that the zone air temperature fluctuates between 19.94°C and 
20.03°C. Besides, Figure 6.2.3 (c) shows that the water flow rate is saturated sometimes, 
which should be avoided in real applications by imposing hard constraints. 
6.3 Comparison between conventional, predictive and optimal control 
The simulation results of the single zone RFH system under conventional PI control, 
predictive PI control and optimal PI control strategy were compared. The results are 
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Table 6.3.1 Comparison among the 3 control strategy on single zone RFH system 
From Table 6.3.1, it can be clearly seen that the optimal PI control strategy not only 
has the best zone air temperature regulation, but also it has the greatest energy efficiency. 
Since the energy saving obtained by optimal PI control strategy is not too different 
compared to the predictive PI control, the predictive control is preferred choice as it is 
simple and easy to implement. 
6.4 Summary 
By applying the optimal control strategy to the single zone RFH system, the simulation 
results showed that, the zone air temperature fluctuation range is the smallest among the 
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3 control strategies. Also, the optimal control strategy could save about 14.93% of energy, 
compared to the conventional PI control strategy. 
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CHAPTER 7 
Conclusions, contributions and Recommendations 
for Future Research 
7.1 Conclusions and contributions 
The contributions of this thesis are in the area of modelling and the study of control 
strategies for both single zone and multi-zone radiant floor heating (RFH) systems. These 
are summarized in the following. 
7.1.1 Modelling of RFH systems 
(1) A dynamic model for RFH system which predicts the mean zone air temperature, 
the temperature distribution of flow water, the temperature distribution in floor 
slab and slab surface temperature under design and off design condition has been 
developed. 
(2) The simulation results showed that the maximum surface temperature difference in 
RFH system is about 4°C. 
(3) A zonal model of single zone RFH system was developed. Simulation results from 
the zonal model show that maximum variation in air temperature in the zone 
could reach as much as 1.6°C. 
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(4) The simulation results from the multi-zone model showed that increasing the 
number of water tubes and increasing the water mass flow rate could compensate 
for the high heat loss rate in the zone. 
(5) The time needed for the RFH system to reach steady state depends on the initial 
condition and thermal capacity of the floor slab. The steady state time ranged 
between 10 to 15 hours. 
(6) The supply water temperature has significant impact on zone air temperature, 
compared to changes in water mass flow rate. 
7.1.2 Control strategies for RFH system 
The contributions and conclusions in the area of control strategies for RFH system are 
summarized as below: 
(1) The conventional PI control strategy, in which the set-point of boiler water 
temperature was constant, was applied to a single zone and a multi-zone RFH 
system. The results show good and smooth zone air temperature control. 
(2) A predictive control strategy in which the boiler water temperature set-point is 
predicted every 15 minute time interval is developed. The predictive set-points 
were tracked by PI controllers. The results showed that 10-15% energy can be 
saved compared to conventional constant set-point PI control strategies. The 
predictive control strategy was also applied to both the single and multi-zone RFH 
systems under multiple disturbances. The predictive control system responses 
were smooth and stable over the entire simulation time spanning 10 days. 
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(3) A steady state optimization problem to find optimal boiler water temperature set-
point was formulated and solved. The resulted optimal set-points were tracked by 
PI controllers. The results showed that the optimal set-point results in slightly 
more energy savings, compared to predictive control strategy. 
7.2 Recommendations for future research 
Research results conducted in the thesis present opportunities for future development 
in modelling RFH system and optimal operation. 
(1) Pressure balancing should be incorporated into the dynamic model for RFH system, 
to study the hydraulic system control responses. 
(2) Dynamic optimal control of multi-zone RFH systems should be studied to develop 
improved control strategies. 
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